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NOTES:

1. ALL MANHOLE FRAMES AND COVERS TO
BE SET FLUSH WITH BINDER COURSE. A
MANHOLE RISER RING SHALL BE USED TO

B BRING MANHOLE COVER TO FINISHED
GRADE PRIOR TO THE COMPLETION OF
THE FINAL SURFACE COURSE.
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NUMBER OF PIPES AT THE MANHOLE.
PRECAST REDUCERS WILL BE PLACED

WHEN THIS DIMENSION
EXCEEDS 10 FT.
MANHOLE WILL BE
CLASSIFIED AS A
MANHOLE OVER 10
FT. DEEP

ABOVE THE 5 & 6' BASES AS DIRECTED
BY THE ENGINEER. WALL THICKNESS
TO INCREASE 1" FOR EACH 1’ OF INSIDE

DIAMETER INCREASE.

KNOCKOUTS FOR STORM PIPES MIN. 4" FROM
TOP & BOTTOM OF BASE. SANITARY
MANHOLES SHALL BE CORED AND BOOTED.
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